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GENERAL NOTES:

1. PROVIDE SUPPORT FOR ANY CABLING, CONDUIT OR
OTHER WIRING SYSTEMS THAT MAY BE LAYING OR
ATTACHED TO THE CEILING, PROVIDE SUPPORT IN
ACCORDANCE WITH SPECIFICATION SECTION 271001 AND
THE NEC.

2. DISCONNECT ALL LIGHT FIXTURES, PA SPEAKERS, EXIT
SIGNS, AND FIRE ALARM SYSTEM EQUIPMENT LOCATED
IN CEILINGS.

3. EXISTING POWER DEVICES TO BE DEMOLISHED WITHIN
THE SCOPE OF THIS PROJECT SUCH AS RECEPTACLES,
FIRE ALARM DEVICES, DATA/TELECOM OUTLETS, WALL
SWITCHES, ETC SHALL BE RETURNED TO OWNER’S
STOCK FOR HIS ACCEPTANCE OR REFUSAL. ALL
MATERIAL REJECTED BY THE OWNER SHALL BE
PROPERLY DISPOSED OF BY THE DIVISION 26
CONTRACTOR.

4. ALL EXISTING CONDUCTORS/CONDUIT TO BE
DEMOLISHED WITHIN THE SCOPE OF THIS PROJECT
SHALL BE REMOVED BACK TO THEIR SOURCE. THIS
INCLUDES POWER, DATA/TELECOM, FIRE ALARM, AND
LIGHTING. SOME NEW CONDUCTOR/CONDUIT MAY BE
REQUIRED TO CONNECT EXISTING RECEPTACLES
DEACTIVATED DURING DEMOLITION.

5. UNLESS OTHERWISE INDICATED SYSTEMS AND
EQUIPMENT SHALL BE KEPT OPERATIONAL DURING
CONSTRUCTION. COORDINATE WITH OTHER TRADES, AND
CONDUCT THE DEMOLITION AND REMODEL TO AVOID
DAMAGING EXISTING SYSTEMS AND INSTALLATIONS TO
REMAIN. DAMAGE TO ANY EXISTING SYSTEMS AND
INSTALLATIONS SHALL BE REPAIRED AND/OR REPLACED
TO ITS ORIGINAL CONDITION/FUNCTION AT NO COST TO
THE OWNER.

6. ALL PA SPEAKERS IN THE SCOPE OF WORK ARE
REMOVED FROM THE CEILING GRID DURING THE
DEMOLITION PHASE, SALVAGED, ACCEPTABLY CLEANED,
AND REMOUNTED IN THE NEW CEILING GRID.
REFERENCE DRAWING E3 FOR NEW SPEAKER LOCATIONS.

PLAN NOTES:

(1) EXISTING TYPE °A1’ FIXTURE SALVAGED FROM
DEMOLITION. REUSE FOR REMODEL PHASE AS SHOWN
ON DRAWING E3. REFERENCE LIGHTING FIXTURE
SCHEDULE ON DRAWING E1 FOR ADDITIONAL
REQUIREMENTS.

(2) EXISTING TYPE 'B1’ FIXTURE SALVAGED FROM
DEMOLITION. REUSE FOR REMODEL PHASE AS SHOWN
ON DRAWING E3. REFERENCE LIGHTING FIXTURE
SCHEDULE ON DRAWING E1 FOR ADDITIONAL
REQUIREMENTS.

(3) EXISTING TYPE ’C1’ FIXTURE SALVAGED FROM
DEMOLITION. REUSE FOR REMODEL PHASE AS SHOWN
ON DRAWING ES. REFERENCE LIGHTING FIXTURE
SCHEDULE ON DRAWING E1 FOR ADDITIONAL
REQUIREMENTS.

(4) FOR EXISTING CONDENSING UNIT, REMOVE ELECTRICAL
CONNECTION, DISCONNECT SWITCH AND

CONDUIT/CONDUCTORS BACK TO THE SOURCE OF
POWER. COORDINATE WORK WITH THE MECHANICAL

CONTRACTOR. FIRESTOP/PATCH ALL WALL OPENINGS AND

CONDUIT PENETRATIONS. REFERENCE DETAIL 1/H2 FOR
ADDITIONAL INFORMATION.
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